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SYMBOLS

LIGHTING FIXTURE TYPE.

EMT CONDUIT.
POLE.

MANHOLE.

FUSE SWITCH.

PAD MOUNTED TRANSFORMER.

4-WAY MEDIUM VOLTAGE SWITCH.

6-WAY MEDIUM VOLTAGE SWITCH.

ELECTRICAL EQUIPMENT OUTLINE.

OVERHEAD LINE.

EXISTING DUCTBANK.

DUCTBANK.

ABANDONED DUCTBANK.

PAD MOUNTED TRANSFORMER.

POLE MOUNTED TRANSFORMER.

DETAIL NUMBER:

1 - NUMBER INDICATES DETAIL.

E-101 - SHEET NUMBER WHERE DETAIL IS REFERENCED.
E-001 - SHEET NUMBER WHERE DETAIL IS DRAWN.

E-101 [E-001

jm..%@

ELEVATION DETAIL, ALL OTHER CHARACTERISTICS SAME AS
ABOVE.

CHAIN LINK FENCE.

EXISTING MANHOLE.
MANHOLE.
HANDHOLE.

LIGHT FIXTURE.
G6 DUCTBANK.

O UP

® DN

#10
-

P

P

#10

P lumryy

1,3,5
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W™~ NUMBER OF SLASH MARKS INDICATE THE NUMBER OF
P A AMPERES.
CONDUCTORS IN RACEWAY. NO SLASH MARKS INDICATE " CRAVE SIZE IN AMPERES
2 CIRCUIT CONDUCTORS PLUS A GROUND CONDUCTOR. T TRIP SIZE IN AVPERES,
AWG  AMERICAN WIRE GAUGE.
N
GREEN GROUND CONDUCTOR RUN IN RACEWAY. 506 BULDING
| .
EM2  PANEL NAME TO WHICH CIRCUITS RUN. E/CB EI\TF?TL:('TC%F,{QED%}TER
EMT  ELECTRICAL METALLIC TUBING.
135  CIRCUIT BREAKERS IN PANEL SERVING THESE CIRCUITS. £PR ETHYLENE PROPYLENE RUBBER.
FLA FULL LOAD AMPERES.
#10  WIRE SIZE INAWG. SIZE NOT SHOWN INDICATES #12 AWG. o CROUND FAULT INTERRUPTER
BRANCH CIRCUIT CONDUIT AND CONDUCTORS RUN CONCEALED GRD.  GROUND CONDUCTOR.
IN WALLS AND CEILING, ALL OTHER CHARACTERISTICS SAME KAIC — THOUSAND AMPERE INTERRUPTING CAPACITY.
AS SHOWN ABOVE. KW KILO-WATTS.
MLO.  MAINLUGS ONLY.
N.C. NORMALLY CLOSED.
CIRCUIT BREAKER TYPE PANELBOARD. N.E.C. NATIONAL ELECTRICAL CODE.
NEMA  NATIONAL ELECTRICAL MANUFACTURER'S ASSOCIATION.
NFSS  NON-FUSED SAFETY SWITCH.
HEAVY DUTY ENCLOSED SAFETY SWITCH, SEE MOTOR AND NO. NORMALLY OPEN.
EQUIPMENT SCHEDULE FOR SIZES AND CHARACTERISTICS. P NUMBER OF POLES.
PH. NUMBER OF PHASES.
JUNCTION BOX, 4" SQUARE x 2-1/8" DEEP GALVANIZED PRESSED RMC  RIGID METAL CONDUIT.
STEEL, MOUNTED ABOVE SUSPENDED TILE CEILING. UL, UNDERWRITER'S LABORATORIES.
v VOLTAGE.
ELECTRICAL POINT OF CONNECTION. WP WEATHER PROGF.
RMC  RIGID METAL CONDUIT.
TRANSFORMER, SEE POWER RISER DIAGRAM FOR CHARACTERISTICS. ESS ENVIRONMENT STABILIZATION SYSTEM.

A N

SYMBOLS

NOTE REFERENCE NUMBER.
CENTER LINE.

CONDUIT UP.

CONDUIT DOWN.

DELTA CONFIGURATION.

WYE GROUNDING CONFIGURATION.

PHASE.

BRANCH CIRCUIT CONDUIT AND CONDUCTORS RUN EXPOSED.
SIZE IN ACCORDANCE WITH N.E.C. RACEWAY SHALL BE
MINIMUM 1/2" CONDUIT, AND WIRE SHALL BE MINIMUM SIZE
#12 AWG COPPER WITH THWN INSULATION, UNLESS OTHER
SIZES ARE SPECIFICALLY NOTED.

HOME RUN TO PANEL. NUMBER OF ARROWS INDICATE
THE NUMBER OF CIRCUITS.

N\

GENERAL NOTES

ALL WORK SHALL BE NEW AND PROVIDED UNDER THIS CONTRACT
UNLESS SPECIFICALLY MARKED "EXISTING", "EXIST.", OR "(E)".

VERIFY LOCATION AND DIMENSIONS OF EXISTING EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

DUPLEX RECEPTACLE, 20 AMPERE, 125 VOLT GROUNDING TYPE,

NEMA 5-20R CONFIGURATION, RECESS MOUNTED IN 4" SQUARE

1-1/2" DEEP PRESSED STEEL JUNCTION BOX AT 18" ABOVE
FINISHED FLOOR.

SURFACE MOUNTED RECEPTACLE. ALL OTHER
CHARACTERISTICS SAME AS ABOVE.

X

SPARE PARTS AND MATERIALS

UPON COMPLETION AND ACCEPTANCE OF CONSTRUCTION DELIVER
THE FOLLOWING SPARE PARTS TO THE MCB QUANTICO ELECTRIC

SHOP.

1. 200 FEET OF EACH SIZE AND TYPE OF CABLE USED. CABLE SHALL
BE UNUSED AND NEATLY COILED ON SPOOL.

2. (24) COLD SHRINK SPLICE KITS FOR USE WITH UNDERGROUND
MEDIUM VOLTAGE CABLE PROVIDED UNDER THIS CONTRACT.
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GENERAL NOTES

APPR

— y N ha N\ (1) VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

/
O
&

DISCONNECT AND REMOVE ABANDONED OIL FILLED
AN TRANSFORMER.

@ DISCONNECT GIANT VOICE AND BOAT RAMP LIGHTING CIRCUIT.
\ TAG, PROTECT, AND RETAIN FOR REUSE.
= \ @ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

\ @ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED

DESCRIPTION

\ \ CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD
\ CONDUCTORS, GUY WIRE, AND ANCHORS.

SYM

\
=2 @ \ N (6) DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH

/ \ \ ASSOCIATED CONDUCTORS BACK TO SOURCE.
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GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD
CONDUCTORS, GUY WIRES, AND ANCHORS.
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SEE SHEET EDS-102 FOR CONTINUATION

— - - - - GENERAL NOTES

APPR

@ VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

DATE

@ RELOCATE OF CANOPY AND EXERCISE EQUIPMENT.

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD
CONDUCTORS, GUY WIRES, AND ANCHORS.

@ DEMOLISH EXISTING CONCRETE PAD COMPLETE.

@ DISCONNECT AND REMOVE SUBSTATION CHAIN LINK FENCE WITH
ALL ASSOCIATED ACCESSORIES COMPLETE.

DESCRIPTION

@ POLE TO REMAIN WITH OSPREY NEST.

SYM

@ DISCONNECT AND REMOVE MEDIUM VOLTAGE CABLES AND
ASSOCIATED U- GUARD BACK TO MANHOLE Y-3. CAP CONDUCTORS
AND MAINTAIN REMAINDER OF CIRCUIT.

@@©©

DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, INSULATORS, GUY WIRES, AND ANCHORS. DO NOT
DISTURB OSPREY NEST OR SUPPORTING STRUCTURE.

@ AFTER COMPLETION OF WORK AND NEW WORK ACCEPTED, PULL

CABLES FROM DUCTBANK. ABANDON DUCTBANK.

‘ DISCONNECT AND REMOVE SUBSTATION TYPE TRANSFORMER.

@ RELOCATE SIGN TO NEW CANOPY LOCATION. L anie0seg,

VERLTH (*/:*;1%
@ DISCONNECT AND REMOVE TRANSFORMER. / Zi}m"f?%
@ DISCONNECT AND REMOVE 5KV PAD MOUNTED SWITCH. SAMUEY J. 81872 7§
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SEE SHEET EDS-104 FOR CONTINUATION

GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

@ POLE TO REMAIN WITH EXISTING TELEPHONE WIRING. CUT POLE
ABOVE EXISTING WIRING.

@ AFTER COMPLETION OF WORK AND NEW WORK ACCEPTED. PULL
CABLES FROM DUCTBANK. ABANDON MANHOLE AND DUCTBANK.

(5) DISCONNECT AND REMOVE SWITCH.

(6) DEMOLISH SUBSTATION CHAIN LINK FENCE COMPLETE.
(E)G6 DUCT
DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD CONDUCTORS,
GUY WIRES, AND ANCHORS.
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SEE SHEET EDS-107 FOR CONTINUATION

GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD CONDUCTORS,
GUY WIRES, AND ANCHORS.

@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.
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SEE SHEET EDS-108 FOR CONTINUATION

GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD
CONDUCTORS, GUY WIRES, AND ANCHORS.

| @ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

@ DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH
ASSOCIATED CONDUCTORS BACK TO SOURCE.

(5) POLE TO REMAIN WITH OSPREY NEST.
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GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD
CONDUCTORS, GUY WIRE AND ANCHORS.

@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

@ DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, INSULATORS, GUY WIRES, AND ANCHORS. RETAIN
CARRIER LINE AND ENVIRONMENT STABILIZATION SYSTEM WIRE.
DO NOT DISTURB OSPREY NEST OR SUPPORTING STRUCTURE.

@ POLE TO REMAIN WITH EXISTING THIRD PARTY CONDUCTORS.

DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH
ASSOCIATED CONDUCTORS BACK TO SOURCE.

DISCONNECT AND REMOVE PUMPS, CONTROL PANEL AND
APPURTENANCES COMPLETE. REMOVE ASSOCIATED CONDUIT
AND CONDUCTORS FROM LIFT STATION TO WHERE CONDUIT GOES
BELOW GRADE. CUT AND CAP 6" BELOW GRADE.

@ CUT POWER POLE ABOVE CARRIER LINE AND RETAIN CARRIER LINE
AND ENVIRONMENT STABILIZATION SYSTEM WIRE. DISCONNECT
AND REMOVE CROSS ARMS, OVERHEAD CONDUCTORS, AND
INSULATORS.

@ REMOVE 6' HIGH POWER POLE AND APPURTENANCES COMPLETE.
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LINE AND ENVIRONMENT STABILIZATION SYSTEM WIRE.
DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD

E% CONDUCTORS, AND INSULATORS.
% @ AFTER COMPLETION OF WORK AND NEW WORK ACCEPTED. PULL
/— (E)G6 DUCT CABLES FROM DUCTBANK. ABANDON MANHOLE AND DUCTBANK.
% @ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER. %

@ DISCONNECT AND REMOVE PAD MOUNTED TRANSFORMER.
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@ POLE TO REMAIN WITH EXISTING THIRD PARTY WIRING.

DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH
ASSOCIATED CONDUCTORS BACK TO SOURCE.

6 DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, INSULATORS, GUY WIRES, AND ANCHORS. DO NOT
DISTURB OSPREY NEST OR SUPPORTING STRUCTURE.

CUT POWER POLE ABOVE THE LOW VOLTAGE, CARRIER LINE AND

RETAIN CARRIER LINE AND ENVIRONMENT STABILIZATION SYSTEM
WIRE. DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, AND INSULATORS.
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GENERAL NOTES

3

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ AFTER COMPLETION OF WORK AND NEW WORK ACCEPTED. PULL
CABLES FROM DUCTBANK. ABANDON MANHOLE AND DUCTBANK.

@ CUT POWER POLE ABOVE THE CARRIER LINE AND RETAIN CARRIER
LINE AND ENVIRONMENT STABILIZATION SYSTEM WIRE.
DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, AND INSULATORS.

@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.
@ DISCONNECT AND REMOVE PAD MOUNTED TRANSFORMER.
@ POLE TO REMAIN WITH EXISTING TELEPHONE WIRING.

@ DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH
ASSOCIATED CONDUCTORS BACK TO SOURCE.

CUT POWER POLE ABOVE THE LOW VOLTAGE, CARRIER LINE AND
RETAIN CARRIER LINE AND ENVIRONMENT STABILIZATION SYSTEM
WIRE. DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, AND INSULATORS.

@ POLE TO REMAIN WITH EXISTING LOW VOLTAGE WIRING.
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GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD CONDUCTORS,
GUY WIRES, AND ANCHORS.

@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

@ AFTER COMPLETION OF WORK AND NEW WORK ACCEPTED. PULL
CABLES FROM DUCTBANK. ABANDON MANHOLE AND DUCTBANK.

DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD CONDUCTORS,
INSULATORS, GUY WIRES, AND ANCHORS. DO NOT DISTURB OSPREY
NEST OR SUPPORTING STRUCTURE.

@ DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH
ASSOCIATED CONDUCTORS BACK TO SOURCE.

@ DISCONNECT AND REMOVE PAD MOUNTED TRANSFORMER. BASE BID
ON REMOVAL OF 750 KVA TRANSFORMER.
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GENERAL NOTES

VERIFY LOCATIONS AND DIMENSIONS OF EQUIPMENT AND
COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD CONDUCTORS,
GUY WIRES, AND ANCHORS.

@ DISCONNECT AND REMOVE PAD MOUNTED TRANSFORMER.
@ DISCONNECT AND REMOVE POLE MOUNTED TRANSFORMER.

@ AFTER COMPLETION OF WORK AND NEW WORK ACCEPTED. PULL
CABLES FROM DUCTBANK. ABANDON DUCTBANK.

@ POLE TO REMAIN WITH EXISTING TELEPHONE WIRING.

@ DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD CONDUCTORS
INSULATORS, GUY WIRES, AND ANCHORS. DO NOT DISTURB OSPREY
NEST OR SUPPORTING STRUCTURE.

CUT POWER POLE ABOVE THE LOW VOLTAGE, CARRIER LINE AND
RETAIN CARRIER LINE AND ENVIRONMENT STABILIZATION SYSTEM
WIRE. DISCONNECT AND REMOVE CROSS ARMS, OVERHEAD
CONDUCTORS, AND INSULATORS.
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COORDINATE ALL WORK PRIOR TO THE START OF CONSTRUCTION.

NOTES

@ DISCONNECT AND REMOVE POLE MOUNTED LIGHT FIXTURE WITH

ASSOCIATED CONDUCTORS BACK TO SOURCE.

@ DISCONNECT AND REMOVE POWER POLE WITH ALL ASSOCIATED
CROSS ARMS, HARDWARE, INSULATORS, OVERHEAD CONDUCTORS,

GUY WIRES, AND ANCHORS.
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NOTES

@ DISCONNECT AND REMOVE PAD MOUNTED TRANSFORMER.

DISCONNECT AND RETAIN LOW VOLTAGE ENCLOSED BREAKERS IN
TRANSFORMER SECONDARY COMPARTMENT FOR REUSE .
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